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NOTES

"COLD ROOF" VENTILATION CALCULATIONS

VALUES ARE FOR A 4:12 ROOF SLOPE 

ROOF THERMAL RESISTANCE =R 30

AIR WAY HEIGHT  = 50mm

5

6

4 AIR WAY LENGTH = 15,392mm

TOTAL VENTED SOFFIT LENGTH = 205,200mm

TOTAL VENTED RIDGE LENGTH = 107,600mm

7

1,747,483 sq mm SOFFIT FREE AREA / 107.6M OF RIDGE LENGTH=16,240.5 sq mm OF RIDGE FREE AREA PER FT. OF RIDGE. 

8516 sq mm X 205.2M OF SOFFIT = 1,747,483 sq mm TOTAL FREE AREA AT SOFFIT

SOFFIT NET FREE AREA = 8,516sq. mm/lin ft / OF SOFFIT

16,240.5 sq mm OF RIDGE FREE AREA / 2 = 8,120 sq.mm FREE AREA / SIDE OF RIDGE

1) ITEM #7 (SOFFIT NET FREE AREA) HAS BEEN CALCULATED BASED 

ON ’CRELL’ CRITERIA FOR "ATTIC & CATHEDRAL CEILING VENTILATION" 

2) SHEATHING GAP AT RIDGE MUST BE CONTINUOUS AND A MINIMUM OF 125mm WIDE.
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WALL MOUNTED BENCH

( 1 ) PER CUBICLE

FABRIC CUBICLE CURTAIN

( 1 ) PER CUBICLE

MANUFACTURER-

    DEC-ART DESIGNS

    BLOCKS COLLECTION

    COLOR: STORM

OR APPROVED EQUAL

TOILET PARTITION DIVIDERS-

OVERHEAD BRACED

MANUFACTURER-

    BRADLEY, MILLS PARTITIONS

    COLOR: 2103 ALMOND

OR APPROVED EQUAL

NOTE:

ALL MAUFACTURER’S COLORS, PATTERNS & TYPE

INDICATED ARE FOR REFERENCE PURPOSES ONLY.

THE REFERENCES ARE USED TO INDICATE THE 

INTENDED TYPE, DETAIL, COLOR AND PATTERN.

IT IS NOT INTENDED TO LIMIT THE SELECTION OF

OTHER MANUFACTURERS PRODUCTS OF SIMILAR

TYPE, DETAIL, COLOR, & PATTERN.

4924

1375
TOILET PARTITION

DIVIDER

A101B

A101B

A101A

CUBICLE CURTAIN

(TYP.)

CLOTHING HOOK
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BH

GB

WC

MG

GRAB BAR

SNTD

SD

SDH

TTD

WCH

BUMPER HOOK

MIRROR GLASS

TOILET TISSUE DISPENSER

WATER CLOSET HANDICAPPED

PTDHC

L  LAVATORY

U  URINAL

 WATER CLOSET

TP

SND SANITARY NAPKIN DISPOSAL

UH URINAL HANDICAPPED

NOTES:

SS SERVICE SINK

SOAP DISPENSER (DECK MOUNTED)

SOAP DISPENSER HANDICAPPED (DECK MOUNTED)

PTD PAPER TOWEL DISPENSER

1

2

3

4

5

6

7

8

9

10

11

12

13

14

15

16

17

18

19

20

21

ABBV.

22

PTDWR

23 SMHD SHELF, METAL, HEAVY DUTY

TSCD TOILET SEAT COVER DISPENSER (RECESS)

25

26

TOILET PARTITION

LOCKERS W/ SLOPED TOP

SCHEDULE FOR TOILET ROOM ACCESSORIES

URINAL PARTITION

TOTAL

QTY.
ACCESSORIES

SHO

27 MOP RACK

24A

24B

10

0

21

4

3

6

6

12

6

2

6

9

7

3

12

13

8

1

1

1

TOWEL PIN / CLOTHING HOOKS

1. SEE DWG. A-105 FOR WALL & FLOOR TILE PATTERNS.

2. SEE DWG. A-600 FOR INTERIOR FINISH SCHEDULE.

3. SEE DWG. A-701, DETAIL 19 FOR LAVATORY DETAIL.

SHOWER CURTAIN AND ROD28 SCR

SHOWER WITH FOLD UP SEAT

SANITARY NAPKIN & TAMPON DISPENSER (RECESS)

NOT  USED

BENCH

36

PAPER TOWEL DISPENSER/RECEPTACLE HANDICAPPED

29 PASS THRU WINDOW W/ FROSTED GLASS

60

7

2

4

2

PAPER TOWEL DISPENSER/WASTE RECEPTACLE 

30 BCS BABY CHANGING STATION
2

31 WR WASTE RECEPTACLE

NOT USED

4. ALL TOILET PARTITIONS DOORS @ ROOM 156 AND ROOM 162 ARE TO BE INSTALLED IN A

90 DEGREE OPEN POSITION.



MAT.MAT. FINISH COLOR MAT. FINISH COLOR MAT. FINISH

CEILINGWALLWALLWALLWALLBASEFLOOR
ROOM

NO.

ROOM

ROOM FINISH SCHEDULE

MAT. MAT.FINISH FINISH MAT. FINISH
F.R.

(HOUR)

F.R.

(HOUR)

F.R.

(HOUR)

F.R.

(HOUR)

F.R.

(HOUR)

MATERIAL MANUFACTURER
WEST EAST NORTH SOUTH

GWB

HEIGHT

(mm)

101

102

102A

102B

102C

103

104

105

106

107

108

109

110

111

112

113

114

115

116

117

118

119

120

121A

121B

122

123

124

125

126

VESTIBULE

MAIN LOBBY

MAIN LOBBY

MAIN LOBBY

MAIN LOBBY

BRIEFING ROOM

CEREMONY ROOM

VISITORS WAITING ROOM

WAITING AREA

AIR FORCE

ARMY

SECURITY INTERVIEW

NAVY

NAVY ADVANCE PLACEMENT TEST ROOM

COAST GUARD

106A CORRIDOR

WOMEN’S TOILET

MEN’S TOILET

NATIONAL GUARD

MARINE CORPS.

ELECTRICAL CLOSET

GAME ROOM

FILES ROOM

COPY / PACKET BREAKDOWN ROOM

CORRIDOR

CORRIDOR

OPERATIONS ADMINISTRATION

PROCESSING NCO

OPERATIONS OFFICER

TRAVEL AGENCY

SYSTEMS ADMINISTRATOR

127

128

129

130

131

132

133

134

135

136

MIRS/ COMMUNICATION

CONFERENCE ROOM

HEADQUARTERS ADMINISTRATION

BUDGET TECHNICIAN

COMMANDER

STATION NCO

MEN’S TOILET

WOMEN’S TOILET

MAIL ROOM

STAFF LOUNGE

137

138

139

140

141

TESTING ADMINISTRATION

142

SUPPLY STORAGE ROOM

ELECTRICAL ROOM

MECHANICAL ROOM

ASVAB STORAGE ROOM

TEST COORDINATOR

143

144

145

146

147

148

149

150

151

152A

153

154

155

156

157

158

159

159A

159B

160

161

162

163

164

165

166

167

168

169

170

TEST ROOM 

FOOD PREPARATION AREA

152

EKG / COT ROOM

EXAM ROOM

171

172

173

174

SECURE TEST STORAGE & SCORING

EDUCATION SERVICES SPECIALIST

TEST CONTROL OFFICER

CAT-ASVAB TEST ROOM

TEST ROOM 

FOOD STORAGE

APPLICANT DINING

MEDICAL BRIEFING

WAITING AREA

CORRIDOR

MALE ORTHO

CHIEF MEDICAL OFFICER

EXAM ROOM

EXAM ROOM

MALE URINALYSIS

LABORATORY

SEROLOGY

SEROLOGY

MEDICAL STORAGE ROOM

FEMALE UNRINALYSIS

FEMALE WAITING AREA

EXAM ROOM

FEMALE ORTHO

AUDIO ROOM

VISION TEST ROOM

MEDICAL NCO

MEDICAL ADMINISTRATION

ELECTRICAL CLOSET

JANITORS CLOSET

BAGGAGE ROOM

GLGL GWB

PPT

VCT
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CPT

CPT

CPT

CPT

CPT

CPT

CPT

VCT

CPT

CPT

CPT

CPT

CPT

SEAL.

CONC.
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GWB

GWB

GWB

GWB

GWB

GWB

WR GWB

WR GWB

WR GWB

WR GWB

WR GWB

WR GWB

WR GWB

WR GWB

 IR GWB  IR GWB  IR GWB  IR GWB

 IR GWB IR GWB IR GWB IR GWB

 IR GWB

 IR GWB IR GWB

 IR GWB IR GWB

 IR GWB IR GWB

 IR GWB

 IR GWB IR GWB IR GWB IR GWB

 IR GWB IR GWB  IR GWB  IR GWB

 IR GWB IR GWB IR GWB IR GWB

GWB

GWB

GWB

2438

3048

3657

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

FINISH COLORPATTERN / COLLECTIONNOTES NOTES

MATERIALS SCHEDULE

NOTES

F
IN

IS
H

 S
C

H
E

U
D

L
E

A-600

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

3. 1800mm CERAMIC TILE WAINSCOT REQUIRED.

4. WATER RESISTENT GYPSUM WALL BOARD SHALL BE

UTILIZED AT WALLS AND / OR CEILINGS WERE SPECIFIED.

5. IMPACT RESISTENT GYPSUM WALL BOARD SHALL BE

UTILIZED ON WALLS WERE SPECIFIED.

6. A HARDWOOD CHAIR RAIL, STAINED TO MATCH WOOD 

DOORS, SHALL BE INSTALLED AT 863mm ABOVE FINISHED

FLOOR, WHERE SPECIFIED.

8. ALL WOOD VENEER PANELLING AND MOLDING SHALL BE

STAINED.

CMU

BR

MT

ALUM

GL

ACT

EXP

SEAL CONC

VCT

CPT

WR

FR FIRE RATED

WATER RESISTANT

CARPET

VINYL COMPOSITION TILE

SEALED CONCRETE

EXPOSED

ACOUSTICAL CEILING TILE

GLASS

ALUMINUM

METAL

BRICK

CONCRETE MASONRY UNIT

GWB GYPSUM WALL BOARD

WD WOOD

STR STRUCTURE

CT CERAMIC TILE

CMT CERAMIC MOSAIC TILE

EM ENTRY MAT

CONC CONCRETE

PT PAINT

IR IMPACT RESISTANT

PPT PORCELAIN PAVER TILE

VWB VINYL WALL BASE

ABBREVIATIONS

GWB

GWB

WOMEN’S TOILET

MEN’S TOILET

CORRIDOR121 VCT VWB  IR GWB  IR GWB  IR GWB  IR GWB

2743

GWB

VCT

PPT

PPT

PPT

PPT PPT

PPT

PPT

PPT

PPT

PPT-1

PPT-2

VCT-1

VCT-2

CPT-2

CPT-1

CT-1

CT-2

CT-3

VWC-1

PT-1

PT-2

ACT-1

ACT-2

PT-2

BENJAMIN MOORE

BENJAMIN MOORE

ARMSTRONG

ARMSTRONG

ARMSTRONG

ARMSTRONG

VWB-1 ARMSTRONG

CROSSVILLE, INC.

CROSSVILLE, INC.

CROSSVILLE, INC.

CROSSVILLE, INC.

CROSSVILLE, INC.

PLAM PLASTIC LAMINATE

WST WOOD STAIN

PLAM-1

WST-1

EM-1

PPT-3 CROSSVILLE, INC.

VCT-3 ARMSTRONG

CAMBRIDGE COMMERCIAL CARPETS

BOLYU CONTRACT MONTREUX MTX55 GALAXY

ROUTE 66, EXIT 36 46632 GRANITE PEAK

EXCELON, STONETEX

EXCELON, STONETEX

EXCELON, STONETEX

52143 SANDSTONE TAN

52147 PUMICE STONE

52125 GRANITE GRAY

CROSS-COLORS

CROSS-COLORS

CROSS-COLORS

A238 SHETLAND

A850 GRAPHITE

A585 SEAMIST

DENSE CUT PILE, BROADLOOM, 3600mm

INTERIOR READY-MIXED COLORS BONE WHITE

WHITEINTERIOR READY-MIXED COLORS

WHITE (WH)FINE FISSURED 1728M 600x600x15mm, SQUARE LAY-IN

WHITE (WH)FINE FISSURED OPEN PLAN 1756M 600x600x19mm, ANGLED TEGULAR

COLOR-INTERGRATED VINYL

PPT-1,2,3 PPT-1,2

PPT-1,2,3

PPT-1,2,3

PPT-1,2,3

PPT-1,2

PPT-1,2

PPT-1,2

VWB-1

VCT-1,2,3

VCT-1,2,3

VWB-1

VWB-1

VWB-1

VWB-1

VWB-1

VWB-1

VWB-1

VWB-1

CPT-2

CPT-2

CPT-2

CPT-2

CPT-2

CPT-2

CPT-2

CPT-2

CPT-2

VWB-1

VWB-1

VWB-1

VWB-1

VWB-1

VWB-1

VCT-2

VCT-1,2,3

VCT-1,2,3

VCT-1,2,3

VCT-1,2,3

VCT-2

VCT-2

VCT-2

VWB-1

VWB-1

VWB-1

VWB-1

VWB-1

VWB-1

VWB-1

VWB-1

VWB-1

VWB-1

VWB-1

VWB-1

VWB-1

VWB-1

VWB-1

VWB-1

VWB-1

CPT-1

CPT-1

CPT-1

CPT-1

CPT-1

CPT-1

CPT-1

CPT-1

CPT-2

CPT-2

CPT-2

VCT-2

CPT-1

CPT-1

VWB-1

VWB-1

VWB-1

VWB-1

VWB-1

VWB-1

VWB-1

VWB-1

VCT-2

VCT-2

PPT

PPT

POLISHED

POLISHED

POLISHED

POLISHED POLISHED

POLISHED

POLISHED

POLISHED

PPT-1,2,3

PPT

PPT PPT-1,2

CPT-2

CPT-1

VCT-1,2,3

VCT-1,2,3

VCT-1,2,3

VCT-1,2,3

VCT-1,2,3

VCT-1,2,3

VCT-1,2,3

VCT-1,2,3

VCT-1,2,3

VCT-1,2,3

VCT-1,2,3

VCT-1,2,3

VCT-2

VCT-1

VCT-1

VCT-1

VCT-2

VCT-2 PT-1 PT-1 PT-1 PT-1

PT-1 PT-1 PT-1 PT-1

PT-1 PT-1 PT-1 PT-1

PT-1

PT-1PT-1PT-1PT-1VWB-1

PT-1

PT-1 PT-1 PT-1 PT-1

PT-1PT-1PT-1

PT-1

PT-1PT-1

PT-1 PT-1

PT-1 PT-1

PT-1

PT-1PT-1PT-1PT-1

PT-1 PT-1 PT-1 PT-1

PT-1PT-1

VWC-2

VWC-1

VWC-1

VWC-1

VWC-1
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GWB SOFFIT (TYP.)

REFRIGERATOR (NIC.-

TO BE PROVIDED BY OTHERS)

50641

NOTE:

F

210 900 254

F

LABORATORY RM 159

SEROLOGY RM 159A & 159B

TOILET PARTITION

PLAM-1

600

1
0
6
6

1483 600

WALL MOUNTED

COUNTERTOP (SEE

DWG. A-701 FOR DETAIL)
2
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3

ALL UPPER CABINETRY IN LABORATORY

SHALL HAVE PLAM-1  FINISH WITH 

APPROPRIATE HARDWARE AND 

CABINET LOCKS (TYPICAL).

1

1
A

M
E

N
D

M
E

N
T

 #
1
- 

R
E

V
IS

E
D

 C
O

U
N

T
E

R
T

O
P

 F
O

R
 F

O
O

D
 P

R
E

P
 A

R
E

A
 1

4
9
, 

D
E

L
E

T
E

 N
O

T
E

 F
O

R
 S

T
E

A
M

 T
A

B
L

E
1
2
/ 

0
2
/ 

0
4

D
e
s
c
ri

p
ti

o
n

D
a
te

S
y
m

b
o
l

A
p
p
r.

8 7 6 5 4 3 2 0

A

B

C

D

E

Sheet

reference

number:

1910

F

G

H

A

B

C

D

E

F

G

H

8 7 6 5 4 3 2 01910
S

:
\
f
i
l
e
r
o
o
m

\
m

i
l
i
t
a
r
y
\
N

i
a
g
a
r
a
 
F

a
l
l
 
A

F
B

\
M

E
P

S
\
A

r
c
h
i
t
e
c
t
u
r
a
l
\
3
0
%

 
D

e
s
i
g
n
\
P

R
I
N

T
S

\
A

-
7
0
0
.
d
g
n

e
3

e
n

d
n

s
h

S
u
b
m

i
t
t
e
d
 
b
y
:

0
3

-
D

E
C

-
2

0
0

4
 1

0
:5

3
P

l
o
t
 
D

a
t
e
:

P
N

 5
9
8
7
3

N
IA

G
A

R
A

 F
A

L
L

S
, 

N
Y

  
 U

.S
. 
A

R
M

Y
 E

N
G

IN
E

E
R

 D
IS

T
R

IC
T

  

  
  

  
 C

O
R

P
S

 O
F

 E
N

G
I
N

E
E

R
S

  
  

  
 

  
  

  
 N

E
W

 Y
O

R
K

, 
N

E
W

 Y
O

R
K

  
  

  
 

D
e
s
ig

n
e
d

 b
y

:

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

D
w

n
 b

y
:

 
 
 
 
 
 
 
 
 

C
k

d
 b

y
:

 
 
 
 
 
 
 
 
 

R
e
v

ie
w

e
d

 b
y

:

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

S
u

b
m

it
te

d
 b

y
:

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

D
a
te

:

D
ra

w
in

g
 f

il
e
 n

o
.:

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

D
ra

w
in

g
 c

o
d
e
:

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

S
iz

e
:

R
e
v

.:

                             

F
il

e
 n

a
m

e
:

S
:\

fi
le

ro
o
m

\m
i

P
lo

t 
d
a
te

:
0
3
-D

E
C

-2
0
0
4
 1

0
:5

3

P
lo

t 
b
y
:

e
3
e
n
d
n
s
h

5
0
.0

0
0
0
0
0
:1

.0
0
0
0
0

S
c
a
le

:

M
IL

IT
A

R
Y

 E
N

T
R

A
N

C
E

 P
R

O
C

E
S

S
IN

G
 S

T
A

T
IO

N
 (

M
E

P
S

)

9
0

%
 S

U
B

M
IS

S
IO

N

1
5

%
 S

U
B

M
IS

S
IO

N

3
0

%
 S

U
B

M
IS

S
IO

N

0
3

/ 
0

5
/ 

0
4

0
6
/ 

0
1
/ 

0
4

1
0
/ 

0
4
/ 

0
4

159A 159B

161

162159

160 2
3

7
0

0

14600 3925 2100

149

147

148

147A

148A

3
7

5
0

2
5
5
0
0

6075 8800 6825 2100

SHELVES

SHELVES

NIC

R.

136

18550

NIC

R.

120

122A120A

14406 27600 6075 8800

119A



E SCALE:  1:50

MAIL ROOM 135

135

11

12

13

3732

2
9

5
7 SSM-1

PLAM-1

GWB SOFFIT (TYP.)

11 SCALE:  1:50 12 SCALE:  1:50

MAIL ROOM 135

ELEVATION

MAIL ROOM 135

ELEVATION

4012
309

13 SCALE:  1:50

MAIL ROOM 135

ELEVATION

-CORRIDOR SIDE-

1
1
2
0

7
0
0

218 1300

380

50

641

50

641

50

641

50

9
0
0

5
0

0

1
0

0

9
0
0

1
0
0

3
4
3

50

641

50

641

50

641

2
4
3
8

2323

2623

50

641

50

641

50

793

50

641

50

380

3397

9
0
0

5
0
0

1
0
0

9
0
0

1
0

0

3
4

3

2
7
4
3

50

641

50

641

50

793

50

641

3098

E
N

L
A

R
G

E
D

 C
A

S
E

W
O

R
K

P
L

A
N

S
 &

 D
E

T
A

IL
S

A-701

VWC-1

VWC-2

F SCALE:  1:50

BAGGAGE ROOM 174

174

2
7
4
3

3
0

5
2
3
3
8

1
0
0

5991

5
9
9
1

1
2
5

125 3467 125

14 SCALE:  1:50

BAGGAGE ROOM 174

ELEVATION

2
7

4
3

3
0
5

2
3

3
8

1
0
0

5991

15 SCALE:  1:50

BAGGAGE ROOM 174

ELEVATION

4493

19 SCALE:  1:10

BASE CABINET DETAIL

GWB SOFFIT

(TYPICAL)

(2) ADJUSTABLE SHELVES

PLAM-1  FINISH

6mm PLYWOOD BACK

W/ PLAM-1  FINISH

19mm PLYWOOD

W/ PLAM-1  FINISH

19mm PLYWOOD DRAWER

W/ PLAM-1  FINISH.

OMIT DRAWER & APPLY

FIXED PANEL @ SINK (TYP.)

19mm PLYWOOD DOOR

W/ PLAM-1  FINISH.

6mm PLYWOOD BACK

W/ PLAM-1  FINISH

( 1 ) FIXED SHELF  W/

PLAM-1  FINISH. ( NOT

REQUIRED UNDERNEATH

SINK)

19mm PLYWOOD

W/ PLAM-1  FINISH

VINYL WALL BASE ( VWB-1 )

2X WOOD BLOCKING (TYP.)

FINISHED FLOOR 

AS SCHEDULED

FINISHED CEILING

AS SCHEDULED

SOLID SURFACE COUNTERTOP

& BACKSPLASH, SSM-1
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W/ PLAM-1  FINISH.
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COUNTER / LAVATORY DETAIL
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SOLID SURFACE COUNTERTOP,

BACKSPLASH AND SINK, SSM-2

PLUMBING FIXTURE AS SCHEDULED

50x100mm CONTINUOUS

WOOD BLOCKING

60x60x6mm HEAVY

DUTY EXTRUDED ALUM.

ANGLE BRACKET @ EACH

LAVATORY (900mm MAX. O.C.)

50x100mm CONTINUOUS

WOOD BLOCKING

MIRROR, SEE

TOILET ACCESSORIES
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50x100mm CONTINUOUS 

WOOD BLOCKING

19mm PLYWOOD DOOR

W/ PLAM-1  FINISH.

( 1 ) ADJUSTABLE SHELVES

PLAM-1  FINISH

VINYL WALL BASE ( VWB-1 )

50x150mm CONTINUOUS 

WOOD BLOCKING

19mm PLYWOOD

W/ PLAM-1  FINISH

BASE  PPT-2

FINISH FLOOR

AS SCHEDULED

TRAY SLIDE, SSM-1
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FOOD SERVICE COUNTER ROOM 149

DETAIL

PLAM-1

SSM-1

PLAM-1

PLAM-1

19mm PLYWOOD W/

PLAM-1  FINISH ON 

ALL EXPOSED SURFACES (TYP.)

HARDWOOD TRIM

PLAM-1  FINISH

50x100mm CONTINUOUS

WOOD BLOCKING SUPPORT

OUTLINE OF SINK

WHERE OCCURS,

PLUMBING FIXTURE 

AS SCHEDULED

HARDWOOD TRIM

W/ PLAM-1  FINISH

CHAIR RAIL (WST-1)

(16) MAIL BOXES EACH 

W/ COMBINATION LOCK

REFER TO DETAIL 6/A-504. 
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NO.

ROOM

103

104

105

107

108

109

110

111

112

115

116

117

118

119

120

122

123

124

125

126

BRIEFING ROOM

CEREMONY ROOM

VISITORS WAITING ROOM

SECURITY INTERVIEW

NAVY ADVANCE PLACEMENT TEST ROOM

ELECTRICAL CLOSET

GAME ROOM

FILES ROOM

COPY / PACKET BREAKDOWN ROOM

OPERATIONS ADMINISTRATION

127

128

129

130

131

132

135

136

MIRS/ COMMUNICATION

CONFERENCE ROOM

MAIL ROOM

STAFF LOUNGE

137

140

141

TESTING ADMINISTRATION

142

SUPPLY STORAGE ROOM

ASVAB STORAGE ROOM

143

144

145

146

147

148

150

151

153

154

155

156

157

158

159

159A

159B

160

161

162

164

165

166

167

168

169

170

TEST ROOM 

EKG / COT ROOM

EXAM ROOM

171

174

SECURE TEST STORAGE & SCORING

CAT-ASVAB TEST ROOM

TEST ROOM 

FOOD STORAGE

APPLICANT DINING

MEDICAL BRIEFING

MALE ORTHO

EXAM ROOM

EXAM ROOM

MALE URINALYSIS

LABORATORY

SEROLOGY

SEROLOGY

MEDICAL STORAGE ROOM

FEMALE UNRINALYSIS

EXAM ROOM

FEMALE ORTHO

AUDIO ROOM

VISION TEST ROOM

MEDICAL ADMINISTRATION

ELECTRICAL CLOSET

JANITORS CLOSET

BAGGAGE ROOM

INTERIOR SIGNAGE SCHEDULE

LOCATION
SIGN

TYPE

B

QTY. REMARKS

1B

B 1

WOMEN

MEN

MESSAGE

ARMY LIAISON

AIR FORCE LIAISON

NAVY LIAISON

COAST GUARD LIAISON

NATIONAL GUARD LIAISON

MARINE CORPS LIAISON

A

A

A

A

A

A

A

A

A

A

A

D

D

B

B

B

B

B

B

B

B

COMMAND ADMINISTRATION

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

C

C

3

3

1
1

1
1

1
1

1

2

2

1
1

1
1

1
1

1
1

1
1

1

2

2

1

2

2

1
1

1
1

1

2

1
1

1
1

1
1

2

1

2

1
1

1
1

2

2

1
1

1
1

1
1

1
1

1
1

1
1

1

1. ALL ROOM SIGNS ARE ON CORRIDOR SIDE OF DOOR UNLESS OTHERWISE NOTED.

2. MOUNT SIGNS AT 1524mm O.C. ABOVE FINISHED FLOOR AT LOCATIONS INDICATED

ON SCHEDULE.  IF MOUNTING LOCATIONS INDICATED CANNOT BE ACHIEVED THEN

MOUNT ON NEAREST ADJACENT WALL.

3. COORDINATE SIGNAGE TYPES WITH SIGNAGE SCHEDULE AND FLOOR PLANS.

4. RAISED BRAILLE TYPICAL ONLY IN AREAS ACCESSIBLE TO THE HANDICAPPED.

5. INFORMATION SHOWN ON THESE SIGNS IS FOR EXAMPLE PURPOSES ONLY

AND IS NOT TO BE CONSIDERED THE FINAL INFORMATION TO BE SHOWN ON

THE SIGNS.

6.ALL FINAL SIGNS/ARTWORK SHALL BE BY SIGNAGE MANUFACTURER, SUBJECT

TO APPROVAL BY THE CONTRACTING OFFICER.

7. PROVIDE AND INSTALL THE FOLLOWING SIGN IN A LOCATION TO BE 

DETERMINED BY THE GOVERNMENT:

            " IT IS A FEDERAL CRIME TO KNOWINGLY POSSESS OR CAUSE

            TO PRESENT, A FIREARM OR OTHER DANGEROUS WEAPONS

            IN THIS FACILITY.  THE LAWFUL PERFORMANCE OF OFFICIAL

            DUTIES AUTHORIZED BY LAW IS EXEMPT.  VIOLATORS WILL BE

            PROSECUTED TO THE FULLEST EXTENT OF THE LAW."

NO.

ROOM
LOCATION

SIGN

TYPE
QTY. REMARKSMESSAGE GENERAL NOTES

STEET ADDRESS

MILITARY ENTRANCE 

PROCESSING STATION

ROWLOCK BRICK COURSE

PROVIDE SOLID UNITS @ ENDS 

PRECAST CONCRETE LOGO

GRAPHICS TO BE PROVIDED

BY GOVERNMENT

NOM. 100mm HIGH SPLITFACE

CMU ACCENT BAND

FACEBRICK

NOM. 100mm HIGH SPLITFACE

CMU ACCENT BAND

ACCENT MASONRY

50mm OFFSET,

TYPICAL

GRADE VARIES

SEE CIVIL DWGS.

SPLIT FACE CMU

(4) #5 BARS

CONCRETE 

FOUNDATION

WASHER AND BOLT

19x300mm S.S

EYE BOLT SET IN

MASONRY POCKET

ROWLOCK BRICK COURSE

PROVIDE SOLID UNITS @ ENDS PRECAST CONCRETE LOGO

GRAPHICS TO BE PROVIDED

BY GOVERNMENT

BRONZE LETTERS

PAINTED WHITE (TYP.)

FACEBRICK

100mm CMU BACK UP

GROUT SOLID

PROVIDE 100mm HIGH

UNITS WHERE NEEDED

TO MAINTAIN COURSING

NOM. 100mm HIGH SPLITFACE

CMU ACCENT BAND

ALL FOUR SIDES

NOM. 100mm HIGH SPLITFACE

CMU ACCENT BAND

ALL FOUR SIDES

HORIZONTAL JOINT

REINFORCING 400mm O.C. (MAX.)

300mm CMU 

GROUT SOLID

#4 BARS @ 1200mm O.C.

CONCRETE FOOTING

FINISH GRADE

SLOPE AWAY

FROM SIGN

HOOK

HASP FOR HEAVY

DUTY PAD LOCK

FLUSH OVERLAY 5mm

GALVANIZED STL. DOOR

WITH S.S. HINGES

SLOT

ALL GALVANIZED OR

S.S. CONSTRUCTION, WATER

TIGHT, ALL WELDED

CONSTRUCTION

ACCENT BRICK

SET IN 50mm

SCALE:  1:20A704

SCALE:  1:20A704

A704

SCALE:  1:20A704

SCALE:  1:20A704

SCALE:  1:20A704

A704

SECURITY GATE

ELEVATION

SECURITY GATE

DETAIL

SECURITY GATE

SECTION

SECURITY GATE

DETAIL

SECURITY GATE

DETAIL

12

5

A704 A704

A704

A704

A704

A704

ACCENT MASONRY ON

3 SIDES, METAL CABINET

OPPOSITE DRIVEWAY-

SEE DETAIL #4 DWG. A704
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(4) CONTINUOUS #4 BARS
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914
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7
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PRECAST CONCRETE

CAP, 710 mm SQUARE

4
0
0

1
2
8
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203

6
0

0
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6
0

0

MILITARY ENTRANCE 

PROCESSING STATION

1
0
0

1
0
0

7
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1
0
0

1
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5

5
0

A704A704

STREET ADDRESS

100mm BRONZE LETTERS

PAINTED WHITE (TYP.)

CENTERED ON WALL

50mm BRONZE LETTERS

PAINTED WHITE (TYP.)

CENTERED ON WALL

C

EQ EQ

SCALE:  1:10A704

SCALE:  1:20

SCALE:  1:20

2225

EXTERIOR SIGNAGE

A-704

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

BB

B

( 1 ) SIGN SHALL BE LOCATED AT DOOR 122A AT LOCATION "A" AS SHOWN

ON DWG. A-703. REFER TO GENERAL NOTES ON DRAWING A-704.A

B

B

A

A

B

B

B

B

B

B

A

B

A

A

A

B

B
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DATA/COMM SYSTEM KEY NOTES:

PA SYSTEM KEY NOTES:

CABLE TRAY SYSTEM KEY NOTES:

1

2

2

1

MIRS/COMM ROOM ARRANGEMENT PLAN

4-4" CONDUITS FROM EXISTING COMMUNICATIONS VAULT NORTH OF

BUILDING 806. UTILIZE ONE OF FOUR 4" CONDUIT FOR INCOMING

200-PAIR TELEPHONE SERVICE CABLE.
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SP

SP

SP

NOTE:

þÿ�T�W�O� �(�2�)� �4�’� �X� �8�’� �X���"� �T�R�E�A�T�E�D� �P�

RETARDANT ENAMEL PAINT.

3

PUBLIC ADDRESS (PA)/MASS NOTIFICATION SYSTEM WALL MOUNTED

HEAD-END EQUIPMENT.

GROUNDING SYSTEM KEY NOTES:

1

1

REFER TO GROUNDING SYSTEM DETAIL DRAWINGS FOR ADDITIONAL

INFORMATION/REQUIREMENTS.

þÿ�6�"� �X� �2�4�"� �X ��"� �C�O�P�P�E�R� �G�R�O�U�N�D�I

STAND-OFFS.

2

PA/MASS NOTIFICATION SYSTEM STROBE LIGHT MOUNTED AT

3 CEILING MOUNTED PA/MASS NOTIFICATION SYSTEM SPEAKER.

7’-0" AFF UN;ESS NOTED OTHERWISE.

SYSTEMS GENERAL NOTES:

FLOOR MOUNTED (FLUSH) DATA/COMM OUTLETS.

3
TYP

4

5

6 PAY PHONE JACKS AT 54" AFF.
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REFER TO SITE ELECTRICAL PLANS FOR OUTDOOR ELECTRICAL

SYSTEMS WORK.

WITH A GROUDING STRAP.

EACH SECTION OF THE CABLE TRAY SHALL BE BONDED TOGETHER

WITH A GROUNDING STRAP.

EACH SECTION OF THE CABLE TRAY SHALL BE BONDED TOGETHER
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REFER TO KEY NOTES FOR MIRS/COMM

ROOM ARRANGEMENT PLAN KEY NOTES.
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DATA/COMM CABLE RUNS FROM THE RECEPTIONISTS DESK TO THE

ABOVE CEILING CABLE TRAY SHALL BE ROUTED BELOW GRADE.

5

5

24"W ALUMINUM DATA/COMM CABINETS SHALL BE MOUNTED AS SHOWN

FROM THE SOUTH AND EAST WALLS (RESPECTIVELY).

INCOMING WATER SERVICE SHALL BE BONDED ON THE STREET

-SIDE OF THE SERVICE METER.

4

-SIDE OF THE SERVICE METER.

CABLE TRAY SHALL BE BONDED TO THE STRUCTURAL COLUMNS
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CABLE TRAY INSIDE THE MIRS/COMM ROOM SHALL BE INSTALLED

18" BELOW THE SUSPENDED CEILING.
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4. ABOVE CEILING CABLE TRAY SYSTEM ROUTE IS APPROXIMATE.

FINAL LOCATION SHALL BE FIELD VERIFIED AND COORDINATED WITH

DUCTWORK AND OTHER ABOVE CEILING MECHANICAL SYSTEMS.
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1. SATELLITE DISH, CATV AMPLIFIER, SPLITTERS ARE TO BE FURNISHED BY

  BASE COMM. GROUP AND INSTALLED BY ELECTRICAL CONTRACTOR.

2. COORDINATE WITH ARCHITECTURAL DRAWINGS FOR EXACT LOCATION AND

  MOUNTING OF SATELLITE DISH. PROVIDE CONDUIT SLEEVE FOR ROOF, WALL AND

  FLOOR PENETRATIONS; SEAL ALL PENETRATIONS TO MAINTAIN ITS FIRE RATING.
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500KVA - PAD MTD XFMR

KWH

GND  BUS

IMP = 5.5%

GROUND ROD
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 SINGLE LINE DIAGRAM 
N.T.S.
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GROUND LOOP

RESILIENT SEALANT

 TRANSFORMER MOUNTING DETAIL 

6" WELL COMPACTED SUBGRADE

EQUIPMENT GROUND

SEE SITE PLAN FOR NUMBER,

INCOMING PRIMARY CONDUITS

SIZE AND DIRECTION OF RUN.

SURGE PROTECTION &

#4/0 BARE CU

TRANSFORMER GROUND PAD

TO SURGE ARRESTOR &

#4/0 BARE CU

ALL SIDES.

OF 6" BEYOND UNIT ON

EXTEND PAD A MINIMUM

14"

GRADE

4"

SEE SITE PLAN FOR NUMBER, SIZE

N.T.S.

PLAN

3/4" X 10’ GROUND ROD

(TYPICAL)

AND DIRECTION OF CONDUITS.

GROUND ROD, 3/4"X10’

CONCRETE PAD

ELEVATION

CONDUIT

OUTGOING SECONDARY CONDUITS.

SECONDARY NEUTRAL GND.

350 MCM

TRANSFORMER

HIGH VOLTAGE SECTION

SEAL AROUND BASE WITH

COMPARTMENT TYPE

LOW VOLTAGE SECTION

PAD MOUNTED
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GENERAL NOTES: KEY NOTES:

REFER TO MECHANICAL EQUIPMENT CONNECTION

FOR FEEDER SIZES TO MECHANICAL EQUIPMENT.

REFER TO GROUNDING SYSTEM SCHEMATIC DIAGRAM

1

E1 E5

1.

2.

1

8" CONC PAD

REINF W/6X6-W2.9XW2.9

WIRE MESH

EQUAL TO OIL VOL IN TRANSFOMER

GRAVEL/SAND FILL OIL

CONTAINMENT ALL AROUND PAD

3. REFER TO PANEL SCHEDULES FOR THE CIRCUIT

LOCATION OF LOADS SHOWN.

600AT

600AF

3P

MM

CHWP CHWP
12

M

HWP
1

M

HWP
2

4. COMPUTER LOADS SHALL BE CONNECTED TO THE

PANEL(S) SUPPORTED BY THE ’K’ RATED

TRANSFORMER.

FOR ADDITIONAL GROUNDING INFORMATION AND

REQUIREMENTS.
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225AF

3P

150AT

225AF

3P

(IG)

FINISHED GRADE

MEDIUM VOLTAGE DUCT

3" TYP

2"

12"

48"

PLASTIC WARNING TAPE

ENTIRE RUN LENGTH

N.T.S.

(1) SPARE 4"PVC W/PULL LINE

W/FULL CONCENTRIC NEUTRAL

3

E5E1

ISOLATED GROUND BUS FROM PANELBOARDS

2

1

2

SUPPORTED BY THE ’K’ RATED TRANSFORMERS SHALL

THE ELECTRICAL SERVICE SWITCHBOARD.

BE CONNECTED DIRECTLY TO THE GROUND BUS OF

SWITCHBOARD GROUND BUS SHALL BE PROVIDED WITH

BONDED TO THE NEAREST BUILDING STEEL COLUMN

3

4

(UG-CONCRETE ENCASED) 3-#2 15KV MV

INSULATION, XLP-TR INSUL IN 4"C.

W/FULL CONCENTRIC NEUTRAL, 133%

(UG-DIRECT BURIED) 6-SETS OF

UNDERGROUND MEDIUM AND LOW VOLTAGE SERVICE

(1)-4" PVC W/ 3-#2, 15 KV MV

CONC ENCASEMENT

 60AT

100AF

3P

175AT

225AF

3P

DUCTS/RACEWAYS SHALL BE PROVIDED WITH MATCHING

SPARE DUCT(S) WITH PULL STRINGS. SPARE DUCT(S)

SHALL BE CAPPED AT THE ENDS, INCLUDING IN THE

HANDHOLES.

A GROUND ROD, BE BONDED TO THE ’STREET SIDE’

OF THE INCOMING WATER SERVICE METER, AND BE

4

4

4444

MOTOR STATER PROVIDED WITH HVAC EQUIPMENT.

PROVIDED WITH A GROUND ROD.

5 SWITCHBOARD SHALL BE PROVIDED WITH A NON-TAPERED

COPPER BUS.

5

2

E1 E5

6 FIRE ALARM DISCONNECT SWITCH (INCLUDING RACEWAY TO

ENAMEL PAINT.

MDP PANEL AND FACP) SHALL BE PAINTED WITH RED
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4-400KCMIL, 250KCMIL(G), 4"C.

10kV LA

50A

50A

10kV

LOW VOLTAGE DUCTS

(2) 4" SPARE CONDUIT

N.T.S.

WITH PULL LINE

FINISHED GRADE

3" TYP

2"

12"

(6)-4" PVC FILLED

36"

PLASTIC WARNING TAPE

ENTIRE RUN LENGTH

4

E5EX

REFER TO ELECTRIC AND GAS METERING BLOCK DIAGRAM

ON M-704 FOR ADDITIONAL INFORMATION.

250AT

250AF

3P

S
P

A
R

E

TVSS

4
-
#

1
,
 
#

8
(
G

)
,
 
1

 
1 2

"
C

.

TVSS (MODULAR)

RATING:  240 Ka

VOLTAGE: 208Y/120V 3PH 4W
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8

8

8

SECONDARY CABLES SHALL BE PROVIDED WITH LIMITERS

AT THE LOW VOLTAGE SECTION OF THE OUTDOOR SERVICE

TRANSFORMET AND AT THE SERVICE DISCONNECT SECTION

OF THE SERVICE SWITCHBOARD IN THE ELECTRICAL ROOM.

MDP    2000A CU BUS, 208Y/120V AC, 3Ph, 4W   42K AIC SYM (NOM)
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 GROUNDING SYSTEM SCHEMATIC DIAGRAM 

N.T.S.

COLD WATER SERVICE

#3/0

MDP

N

G

MECH/ELECT RM

N

SVC XFMR

OUTDOOR

UNLESS NOTED OTHERWISE.

   3/4" DIA X 10’L COPPER CLAD STEEL GROUND ROD.

   EACH SECTION OF THE CABLE TRAY SYSTEM SHALL BE

   #4/0, 30" BELOW GRADE, UNDERGROUND GROUNDING

GROUNDING SYSTEM SCHEMATIC NOTES:

   PROVIDE MAIN BONDING JUMPER AS REQUIRED BY N.E.C.

   24"L X 6"W X 1/4"TH COPER GROUD BAR MOUNTED 18"

AFF. MOUNT ON CERAMIC STAND-OFFS/INSULATORS.

   COORDINATE SIZE OF PIPE GROUNDING CONNECTOR

WITH MECHANICAL DRAWINGS/CONTRACTOR. INSTALL ON

EXOTHERMIC CONNECTION.

STEEL COLUMN

#4/0 #3/0

#1/0

10

GR SYS TEST WELL

7

CONNECT GROUNDING CONDUCTORS TO GROUNDING BAR

3/4" X 10’ GROUND ROD

(TYPICAL)

TEST WELL

ENTRY

SECONDARY

COMPARTMENT

TRANSFORMER PAD

2’-0"

(TYP.)

10’-0"

TO PRIMARY DUCT GROUND

TO TRANSFORMER NEUTRAL

#4 AWG COPPER BOND

1 #2 AWG COPPER CONNECT

1 #1/0 AWG COPPER CONNECT

ENTRY

PRIMARY

COMPARTMENT

TO ENCLOSURE

 PAD MOUNTED TRANSFORMER GROUNDING DETAIL 
N.T.S.

1
0
’
-
0
"
 
(
T

Y
P

I
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A
L

)

N.T.S.

3
.
7

5
"

1
.
5
"

2
"

2
0

.
6

2
"

2
3

.
6

2
"

2
"

1
.
5

"

3
.
7

5
"

1"1" 1"1"

0.688" +/-0.015"

2 REQUIRED

N.T.S.

 GROUND BAR DETAIL

STEEL COLUMNS

#6

GROUNDED TOGETHER WITH A BONDING STRAP.

THE STREET SIDE OF THE SERVICE VALVE.

#1/0

STEEL COLUMNS

   ART 250-28.

CONNECTIONS SHALL BE EXOTHERMIC CONNECTIONS

#1/0 #4/0

MIRS/COMM RM

#1/0

ROOM 115

3

E1 E9

4

E4 E9

1

E4 E9

2

E4 E9

GROUNDING BAR DETAIL ON THIS SHEET.

WITH 2-HOLE CRIMP CONNECTORS. REFER TO

LOOP AROUND SERVICE TRANSFORMER.

COLUMNS.

BOND CABLE TRAY SYSTEM TO THE STRUCTURAL STEEL

LIGHTNING PROTECTION SYSTEM CONDUCTORS SHALL BE

COPPER, STRANDED, 17 GA, 19,500 CM (MIN). REFER

TO SYSTEMS PLAN FOR AIR TERMINAL ARRANGEMENT.

GRAVEL OR CRUSHED STONE

POLYMER CONCRETE FIBERGLASS

#1/0 COPPER

GROUNDING CONDUCTOR

GROUND ROD

GROUND CLAMP

1

2

3

1
2

 
3

/
4

"

TOP VIEW (COVER REMOVED)

SECTION A-A

1

2 1
/
2

"

A

14"

6

3

4
"

1
4
"

5

4

M
I
N

.

6
"

A

MATERIAL LIST

5

6

4

REINFORCED BOX

COVER FOR ABOVE BOX

LIGHTNING PROTECTIONSYSTEM DOWN CONDUCTORS SHALL

BE ROUTED INSIDE THE BUILDING. REFER TO DOWN

CONDUCTORS TO GROUND ROD CONNECTION DETAIL.

6

7

8

9

10

1

2

3

4

5

1

2

3 3 3 3

3

3

3
4

5

6
6

7

7 7 7 7

7

7

8

GROUNDING SYSTEM TEST-WELL DETAIL

(
M

I
N

)

2
’
-
0
"

COLUMN PIER

GRADE LEVEL

BACK FACE OF WALL PIER

GROUNDING BUSHING

8’ (MAX)

3’ (MIN)

GROUNDING BUSHING

1/0 CU CABLE

STEEL COLUMN

EXOTHERMIC WELD

CONCRETE SLAB

N.T.S.

5

E4

 STEEL COLUMN GROUNDING DETAIL

TO MDP

E9

FOOTING

 3/4" CONDUIT TO MIRS/COMM RM

COPPER GROUND BAR

N.T.S.

8

E4

RING AND BLANK COVER

WITH 1-1/2" EXTENSION

4" X 4" JUNCTION BOX

FINISHED FLOOR

15"

PARTITION

MODULAR FURNITURE

SUSPENDED CEILING

4" X 4" JUNCTION BOX

1" EMT FOR DATA/COMM

CONDUCTORS

12"W X 4"D. ALUM, LADDER

TYPE CABLE TRAY

 MODULAR FURNITURE DATA/

 COMM CONNECTION DETAIL

    A 75 OHM TYPE "F" CONNECTORS.

2.  COAXIAL CABLES SHALL BE TERMINATED WITH

PLUG SHALL BE TYPE ’F’.

NOTES:

SERIES 6, QUADSHIELD, CATV TYPE

COAXIAL CABLE IN 3/4" EMT CONDUIT

TAG & COIL BACK 12" OF COAXIAL

CABLE IN THE OUTLET BOX. CONNECTOR

DROP CEILING

(UNLESS OTHERWISE NOTED), TO

3.  ALL STATIONS SHALL BE PROVIDED WITH A TV

    MOUNTING YOKE WITH TILT/SWIVEL BRACKETS

J
VIA CABLE TRAY.

CABLE TV EQPT IN MIRS/COMM ROOM

1.  REFER TO DRAWING E4 FOR DEVICE LOCATIONS.

FOR A 20" TV SET.

N.T.S.

9

E4

CONCEALED

WALL/PARTITION

1" EMT CONCEALED

WITHIN PARTITION

FURNITURE WHIP FURNISHED

BY FURNITURE VENDOR

FLUSH FLOOR BOX FOR MOD

FURN AWAY FROM WALLS/PARTITIONS

1" C.

TWO (2) UPPER

CAT 6 VOICE JACKS

TWO (2) LOWER

CAT 6 DATA JACKS

N.T.S.

7

E4

 DATA/COMM JACK DETAIL (TYP)

2. PROVIDE HINGE COVER FOR ALL JACKS.

BLANK

N.T.S.

5

E4

NOTE:  1. PROVIDE WITH SINGLE GANG FACEPLATE.

ONE (1) F TYPE CONNECTOR

BLANK

2. MOUNT AT 72" AFF UNLESS NOTED OTHERWISE.

 TV JACK DETAIL (TYP)

GROUND ROD

E9 E9

E9

E9

 TV JACK DETAIL (TYP)

11 EACH BUILDING STRUCTURAL STEEL COLUMN SHALL BE

PROVIDED AND BONDED TO A GROUND ROD 3’ (NOM)

OUTSIDE OF THE BUILDING FOOTPRINT.

11

11

11

EXT WALL

CONCRETE SLAB

FOOTING

NOTE:  1. PROVIDE WITH DOUBLE GANG JUNCTION BOX AND FACEPLATE.

3. CABLE AND OUTLETS SHALL BE COLOR CODE AS SHOWN

   WHITE AND RED - VOICE / BLUE AND GREEN - DATA

RED

GREEN

WHITE

BLUE

CLAMP CONDUIT TO TOP OF CABLE TRAY

AND PROVIDE INSULATING BUSHINGS

#6

1
  

 R
E

V
I
S

E
D

 G
R

O
U

N
D

I
N

G
 S

Y
S

T
E

M
 S

C
H

E
M

A
T

I
C

 D
I
A

G
R

A
M

 

1

1
2
-
2
-
0
4

D
e
s
c
ri

p
ti

o
n

D
a
te

S
y
m

b
o
l

A
p
p
r.

8 7 6 5 4 3 2 0

A

B

C

D

E

Sheet

reference

number:

1910

F

G

H

A

B

C

D

F

G

H

8 7 6 5 4 3 2 01910
S

:
\
f
i
l
e
r
o
o
m

\
m

i
l
i
t
a
r
y
\
N

i
a
g
a
r
a
 F

a
l
l
 A

F
B

\
M

E
P

S
\
E

l
e
c
t
r
i
c
a
l
\
9
0
%

(
+

)
S

u
b
m

i
s
’
n
\
E

l
e
c
t
D

w
g
s
\
E

-
0
9
S

y
s
D

e
t
1
.d

g
n

e
3

e
n

d
d

n
r

S
u
b
m

i
t
t
e
d
 
b
y
:

0
3
-
D

E
C

-
2
0
0
4
 1

2
:5

5
P

l
o
t
 
D

a
t
e
:

P
N

 5
9
8
7
3

N
IA

G
A

R
A

 F
A

L
L

S
, 

N
Y

  
 U

.S
. 
A

R
M

Y
 E

N
G

IN
E

E
R

 D
IS

T
R

IC
T

  

  
  

  
 C

O
R

P
S

 O
F

 E
N

G
I
N

E
E

R
S

  
  

  
 

  
  

  
 N

E
W

 Y
O

R
K

, 
N

E
W

 Y
O

R
K

  
  

  
 

D
e
s
ig

n
e
d

 b
y

:

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

D
w

n
 b

y
:

 
 
 
 
 
 
 
 
 

C
k

d
 b

y
:

 
 
 
 
 
 
 
 
 

R
e
v

ie
w

e
d

 b
y

:

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

S
u

b
m

it
te

d
 b

y
:

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

D
a
te

:

D
ra

w
in

g
 f

il
e
 n

o
.:

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

D
ra

w
in

g
 c

o
d
e
:

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

S
iz

e
:

R
e
v

.:

                             

F
il

e
 n

a
m

e
:

S
:\

fi
le

ro
o
m

\m
i

P
lo

t 
d
a
te

:
0
3
-D

E
C

-2
0
0
4
 1

2
:5

5

P
lo

t 
b
y
:

e
3

e
n

d
d

n
r

0
.0

3
9
3
6
9
:1

.0
0
0
0
0
0

S
c
a
le

:

M
IL

IT
A

R
Y

 E
N

T
R

A
N

C
E

 P
R

O
C

E
S

S
IN

G
 S

T
A

T
IO

N
 (

M
E

P
S

)



50 MM SEISMIC JOINT
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1975 MM

1975 MM 3450 MM 3595 MM 5730 MM
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FLOOR

DRAIN

FLOOR

DRAIN

FLOOR

DRAIN

NOTES:

2.  VERIFY ADEQUACY OF MECHANICAL PLATFORM SIZE FOR MAINTENANCE.

3.  COORDINATE WITH MECHANICAL AND ARCHITECTURAL DRAWINGS.

1.  SLOPE CONCRETE TO FLOOR DRAIN.

SEE ARCHITECTURAL DRAWINGS
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M COORDINATE & VERIFY

TOC AND TOB ELEVATIONS

WITH ARCHITECTURAL DWGS.

& LIGHT GAUGE ROOF DESIGN

TOP OF BEAM EL.       6785 MM

5475 MM 7940 MM 5475 MM
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255MM

  

5475 MM 7940 MM 5475 MM

TOB EL. 3810 MM

COORDINATE & VERIFY

TOB ELEVATIONS WITH
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COORDINATE & VERIFY

TOC AND TOB ELEVATIONS
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COORDINATE & VERIFY
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WITH ARCHITECTURAL DWGS.

& LIGHT GAUGE ROOF DESIGN

TOB EL. 3810 MM

COORDINATE & VERIFY

TOB ELEVATIONS WITH
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& LIGHT GAUGE ROOF DESIGN
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TYPICAL LIGHT GAUGE TRUSSES 6 ON 12 SLOPE

S105S107

CSECTION
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EQUIPMENT FLOOR ELEVATION

WITH ARCHITECTURAL  DWGS.

AND MECHANICAL REQUIREMENTS
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W460X144

TOB EL. 4385 MM

DASHED LINE REPRESENTS AREA

REQUIRED FOR COMPONENT REMOVAL

(PORTION OF FRAME B,

LARGER PLATFORM &

EQUIPMENT IN BACKGROUND)
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COORDINATE & VERIFY

EQUIPMENT FLOOR ELEVATION

WITH ARCHITECTURAL  DWGS.

AND MECHANICAL REQUIREMENTS

4
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WITH ARCHITECTURAL  DWGS.
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W410X46 W410X46 TOB EL. 3810 MM

COORDINATE & VERIFY

TOB ELEVATIONS WITH

ARCHITECTURAL DWGS

& LIGHT GAUGE ROOF DESIGN

COORDINATE TOP OF STEEL WITH ARCH. DWGS. AND LIGHT GAUGE ROOF DESIGN

COORDINATE TOP OF STEEL WITH ARCH. DWGS. AND LIGHT GAUGE ROOF DESIGNCOORDINATE TOP OF STEEL WITH ARCH. DWGS. AND LIGHT GAUGE ROOF DESIGN

COORDINATE TOP OF STEEL WITH ARCH. DWGS. AND LIGHT GAUGE ROOF DESIGN

COORDINATE TOP OF STEEL WITH ARCH. DWGS. AND LIGHT GAUGE ROOF DESIGN

COORDINATE DESIGN OF TRUSS WITH MECHANICAL & ARCH. DWGS

CONSIDERING LOUVER AND DUCT WORK REQUIREMENTS

TOP OF COLUMN EL. (WITH PLATE)TOP OF COLUMN  EL. (WITH PLATE)   7015 MM

TOP OF COLUMN EL. (WITH PLATE)
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TOP OF BEAM EL.       6845 MM

COORDINATE & VERIFY

TOC AND TOB ELEVATIONS

WITH ARCHITECTURAL DWGS.

& LIGHT GAUGE ROOF DESIGN

TOB EL. 3810 MM
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COORDINATE TOP OF STEEL WITH ARCH. DWGS. AND LIGHT GAUGE ROOF DESIGN
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EL. 3800 MM
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W360X134

8795 MM

MASONRY BRACING FRAME AT SEISMIC JOINT

    7050 MM

(ALL SHEAR CONNECTIONS)
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5440 MM

COORDINATE TOB EL.

WITH ARCH. DWGS.,
DWG. S108 AND  

FINAL ROOF DESIGN

COPE W360X101 AS REQUIRED

6 ON 12 MOMENT FRAMES A AND B SIMILAR

TOP OF PILASTER

EL. 4475 MM

COORDINATE

400 MM X 600 MM PILASTER

TOP OF PILASTER

EL. 4475 MM

COORDINATE

400 MM X 600 MM PILASTER

CAST IN PLACE CONCRETE WITH 2 #16 CONT.

THICKNESS OF 200 MM CMU MASONRY BLOCK

200 MM BOND BEAM SEGMENTS WITH 2 #16

TYPICAL BOND BEAM PLACEMENT

AT TOP OF 4 ON 12 SLOPED SEISMIC WALLS

A

SECTION A

A

W360X101

W360X101 

CONNECTIONS TO A MASONRY BOND BEAM

WELD CONT. ANGLE 203X152X11.1 TO 

SIMILAR FOR W310X52

B

SECTION B

BOLT ANGLE WITH TWO WAY SLIP

SEISMIC WALL BRACE

W250X80

OVERHANG AT COLUMN LINE 10 VARIES

ROOF TRUSS MANUFACTURER TO COORDINATE

DEVELOP CONNECTION FOR A

110 KN GRAVITY LOAD

110 KIP UPWARD LOAD 
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133 KN HORIZONTAL LOAD

CONNECTION A

CONNECTION A CONNECTION A

 

PILASTER SIZE VARIES 

WITH FRAMES A AND B

FILL ALL PILASTERS SOLID

USE GRADE 55 
 

ANCHOR RODS
 ASTM F1554 

 

COORDINATE DEVELOPMENT OF

CONNECTION WITH ADJACENT

FRAMING MEMBERS

DEVELOP CONNECTION FOR A

CONNECTION B

 USE GRADE 55 
 

ASTM F1554 
 

WITH 21 MPa GROUT TYP.

ANCHOR RODS
 

CONNECTION B CONNECTION B

125 KN HORIZONTAL LOAD

88 KN GRAVITY LOAD

COORDINATE WITH ARCHITECTURAL SEISMIC JOINT DETAILS
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5.    PROVIDE ROOF VALLEY BEAM SUPPORT TO BEAM BELOW.
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ROOFING SYSTEM TO BE DESIGNED BY CONTRACTOR TRUSS MANUFACTURER.

4.  SEE DWG. S-106 FOR CANOPY DETAILS.
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NOT TO SCALE

TYPICAL MOMENT CONNECTION DETAILS

AT COLUMN WEB AT COLUMN FLANGE AT COLUMN FLANGE AT COLUMN WEB

M

BOLTED TYPE WELDED TYPE

(THE CONTRACTOR HAS THE OPTION TO USE EITHER TYPE OF CONNECTION)

TYPICAL FOR

BOLTED TYPE

STIFFENER

PLATES

(TYP.)

TYPICAL FOR

WELDED TYPE

BOLTS FOR

SHEAR (TYP.)

H.S. BOLT

(TYPICAL)

20 MM DIA. MIN.

CAPACITY OF THE BEAM.

2.  CONTRACTOR SHALL DESIGN SHEAR CONNECTIONS TO FULL SHEAR CAPACITY OF THE BEAM.
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1.  CONTRACTOR SHALL DESIGN MOMENT CONNECTIONS TO FULL MOMENT

NOTES:

6.    PROVIDE MOMENT CONNECTION.

7.  COORDINATE ALL ELEVATIONS, EQUIPMENT LOCATIONS, FINAL LOADINGS

MANUFACTURER.

WITH ARCHITECTURAL AND MECHANICAL DRAWINGS AND STEEL FABRICATOR  AND ROOF SYSTEM 

8.  OBTAIN FINAL EQUIPMENT  LOADS, DIMENSIONS AND LOCATIONS FROM MANUFACTURERS.

9.  ROOF LOADS:

SNOW LOAD

GROUND SNOW LOAD
2

BASIC WIND SPEED

WIND LOADWIND  

2.2 KN/M

44.7 M/S

2
1.6 KN/MFLAT ROOF SNOW LOAD

UNBALANCED SNOW LOAD 2.6 KN/M
2

2
VALLEY SNOW LOAD 3.0 KN/M

DRIFT SNOW LOADS:

AT INTERSECTION OF 

4 ON 12 WITH 6 ON 12 ROOF 3.3 KN/M
2

AT HIP ENDS 6 ON 12 ROOF 4.3 KN/M
2

AT HIP ENDS 4 ON 12 ROOF
2

BASIC WIND SPEED

1.0 KN/M (UPWARD)
2

0.6 KN/M (DOWNWARD)

2
0.8 KN/M (UPWARD)

2
0.6 KN/M (DOWNWARD)

2
(UPWARD)

2
0.6 KN/M (DOWNWARD)

REMAINDER OF 4 ON 12 ROOF

AT HIP ENDS 6 ON 12 ROOF
2

1.1 KN/M (UPWARD)
2

0.5 KN/M (DOWNWARD)

2
(UPWARD)

2
0.5 KN/M (DOWNWARD)

2
0.8 KN/M (UPWARD)

2
(DOWNWARD)

REMAINDER OF 6 ON 12 ROOF

LIVE LOAD 1.0 KN/M
2

DEAD LOAD 0.9 KN/M
2

(VERIFY WITH FINAL ROOFING MATERIAL 

AND MECHANICAL, ELECTRICAL REQUIREMENTS)

10.   DESIGN 22 GAGE METAL DECK AS A DIAPHRAGM.

MINIMUM DECK PROPERTIES:

THICKNESS:  .75

Ip  232 MM
4

In  273 MM
4

3

3

Sp  10.2 MM

Sn  10.8 MM

AT HIP ENDS 4 ON 12 ROOF 3.4 KN/M
2

12.   SEE GENERAL NOTES FOR ADDITIONAL REQUIREMENTS.

11.   ALL STRUCTURAL STEEL AND ROOF COMPONENTS SHALL CONFORM TO UL 90.

1

D
e
s
c
ri

p
ti

o
n

D
a
te

S
y
m

b
o
l

A
p
p
r.

8 7 6 5 4 3 2 0

A

B

C

D

E

Sheet

reference

number:

1910

F

G

H

A

B

C

D

E

F

G

H

8 7 6 5 4 3 2 01910
S

:
\
f
i
l
e
r
o
o
m

\
m

i
l
i
t
a
r
y
\
N

i
a
g
a
r
a
 
F

a
l
l
 
A

F
B

\
M

E
P

S
\
S

t
r
u
c
t
u
r
a
l
\
M

E
P

S
 
S

-
1
0
7
.
d
g
n

e
3

e
n

d
n

s
h

S
u
b
m

i
t
t
e
d
 
b
y
:

0
3

-
D

E
C

-
2

0
0

4
 1

0
:
5

4
P

l
o
t
 
D

a
t
e
:

P
N

 5
9
8
7
3

N
IA

G
A

R
A

 F
A

L
L

S
, 

N
Y

  
 U

.S
. 
A

R
M

Y
 E

N
G

IN
E

E
R

 D
IS

T
R

IC
T

  

  
  

  
 C

O
R

P
S

 O
F

 E
N

G
I
N

E
E

R
S

  
  

  
 

  
  

  
 N

E
W

 Y
O

R
K

, 
N

E
W

 Y
O

R
K

  
  

  
 

D
e
s
ig

n
e
d

 b
y

:

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

D
w

n
 b

y
:

 
 
 
 
 
 
 
 
 

C
k

d
 b

y
:

 
 
 
 
 
 
 
 
 

R
e
v

ie
w

e
d

 b
y

:

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

S
u

b
m

it
te

d
 b

y
:

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

D
a
te

:

D
ra

w
in

g
 f

il
e
 n

o
.:

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

D
ra

w
in

g
 c

o
d
e
:

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

S
iz

e
:

R
e
v

.:

                             

F
il

e
 n

a
m

e
:

S
:\

fi
le

ro
o
m

\m
i

P
lo

t 
d
a
te

:
0
3
-D

E
C

-2
0
0
4
 1

0
:5

4

P
lo

t 
b
y
:

e
3
e
n
d
n
s
h

1
0
0
.0

0
0
0
0
0
:1

.0
0
0
0

S
c
a
le

:

M
IL

IT
A

R
Y

 E
N

T
R

A
N

C
E

 P
R

O
C

E
S

S
IN

G
 S

T
A

T
IO

N
 (

M
E

P
S

)

9
0

%
 S

U
B

M
IS

S
IO

N

1
5

%
 S

U
B

M
IS

S
IO

N

3
0

%
 S

U
B

M
IS

S
IO

N

0
3

/ 
0

5
/ 

0
4

0
6
/ 

0
1
/ 

0
4

1
0
/ 

0
4
/ 

0
4

5675  
10

 
11

 
12

 
9

 
8

 
5

 
4

 
3

 
2

 
1

 
13

 
A

 
B

 
C

 
D

 
E

 
F

 
G

H

8540 5705 3480 2615 4270 2615 4595 7775 7155 4225 5380

7
9
4
0

8
0
3
0

7
4
0

1
0

1
3

0
5

5
9

5
4
1
7
0

6
5
1
5

 
6

 
7



S-108

M
A

S
O

N
R

Y
 D

E
T

A
IL

S

REF EL= +3600.0

SOFFIT LINE

REF EL= 0.0

1st FLR LINE
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#13 @ 355 T&B (TYP)

#22 @ 355 T&B (TYP)

#19 @ 405 (TYP)

#13 @ 405 (TYP)

#13 @ 255 (TYP)

#19 @ 405 (TYP)

BOND BEAM:
2#13 (TYP)

BOND BEAM:

2#13 (TYP)

BOND BEAM:

2#13 (TYP)

BOND BEAM:

2#13 (TYP)

BOND BEAM:
2#13 (TYP)

#19  AT SIDES OF OPENING (TYP)

A B

A

NOT TO SCALE

TYP. ENTRANCE WALL THRU. PLAQUE B

NOT TO SCALE

TYP. ENTRANCE WALL SECTION

X

NOT TO SCALE

FRONT VIEW OF ENTRANCE WALL (OPPOSITE HAND SIMILAR)
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ALL DIMENSIONS ARE GIVEN IN MILLIMETERS.

NOTES:

1. TYPICAL Z-SHAPED TRANSFER DUCT. SEE DETAIL ON DRAWING M-506.

2. DUCT SIZES SHOWN SHALL BE INCREASED TO COMPENSATE FOR THE

  THICKNESS OF THE ACOUSTICAL DUCT LINING USED.

3. INLET CONE, RETURN DUCT AND SUPPLY DUCT FROM AHU-1, 2, 3 SHALL 

  BE ACOUSTICALLY LINED. SUPPLY DUCT FROM AHU-1, 2, 3 SHALL BE

  ACOUSTICALLY LINED FOR 7320 MM OR TO FIRST TAKEOFF, WHICHEVER

  COMES FIRST. INLET CONE AND RETURN DUCT SHALL BE ACOUSTICALLY 

  LINED FOR THEIR ENTIRE LENGHTS.

4. VAV BOXES SHALL BE LINED WITH A MINIMUM OF 25 MM  ACOUSTICAL

   INSULATION.

5. EF-3 AND EF-4 SHALL BE LINED WITH ACOUSTICAL INSULATION. 

6. PROVIDE AN EMERGENCY SHUTOFF SWITCH FOR AHU-1,2,3. SWITCH SHALL

  BE PROVIDED WITH A HINGED COVER FOR READY ACCESS IN THE EVENT 

  OF AN EMERGENCY. CONTRACTOR SHALL PROVIDE A SIGN ON THE COVER 

  CONSISTING OF A RED BACKGROUND WITH WHITE LETTERING STATING 

  "AIR HANDLING UNITS EMERGENCY SHUTOFF SWITCH".

7. FOR PLENUM DETAIL SEE DWG. M-508.

8. ALL LOUVERS SHALL BE A MINIMUM OF 3 METERS ABOVE GRADE. SEE 

  ARCHITECTURAL DRAWINGS FOR HEIGHTS AND LOCATIONS.
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